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NOTES:

1. CONTACTOR TO COORDINATE UTILITY
WORK WITH TOWN OF TOPSAIL BEACH.

2. PRIOR TO ANY SITE WORK, CONTRACTOR
SHALL CONTACT 811 TO MARK UNDERGROUND
UTILITY LINES.

3. EXISTING SITE DATA TAKEN FROM PENDER COUNTY
GIS. CONTRACTOR TO ADJUST WORK BASED ON
FIELD CONDITIONS.

4. CAMA VEGETATION LINE REFERENCED FROM FIELD

LOCATION BY CAMA REPRESENTATIVE.




10) REMOTE CONTROL VALVE: Q
RAIN BIRD LFV-100 (INCLUDED N
XCZ—LF—100—PRF

@!amn.sanoz TO MANIFOLD o

@giggu\g

SIDE VIEW TOP VIEW

XCZ-LF-100-PRF 1" CONTROL
@ ZONE KIT IN SQUARE VALVE BOX 1-25-10

NTS. OPTION 1

XCZ—-LF-100—PRF Option 1.DWG

@ FINISH GRADE

@ PVC DRIP MANIFOLD PIPE

TN
PVC 1" X X__ TRUE UNION BALL VALVE

() MODULAR HYBRID CONTROLLER:
IN BIRD ESP—4M

ESP MODULAR

INSIDE WALL MOUNT
1=INCH PVC SCH 40 CONDUIT

WIRES TO REMOTE CONTROL

e

INSIDE _FRONT COVER

7 W
INDOOR WALL

~

[

INSIDE_CONNECTION

REPLACE PUG WITH HARDWIRE

(4) 120 VAC, 60 HZ EXTERNAL
PLUG—IN TRANSFORMER

O

-h

@O_u._._OzZ. MODULES FOR
13—STATION CONTROLLER

(2) WRES TO REMOTE CONTROL

@ 120 VAC, 60 HZ EXTERNAL
PLUG—IN TRANSFORMER

RAINBIRD ESP-4M CONTROLLER

1) CONTRACTOR SHALL PLACE METER BOX IN NON TRAFFIC

2) CAST IRON METER BOX SHALL BE DEWEY HROS. MBX-1,
CHARLOTTE PIPE UTL 288, OR APPROVED EQUAL

3) CONTRACTOR SHALL CENTER METER YOKE IN METER BOX.

4) METER YOKE TO MUELLER No. H—1404—2, FORD No. VH-72-7W
OR APPROVED EQUAL.

5) METER TO BE AWWA C—700-71 STDS. AND SPECS.

3/4° & 1* WATER METER SERVICE DETAIL

3/4” OR 1" TYPE 'K’ SOFT COPPER
PIPE, NO JOINTS OR COUPLINGS
PIPE, NO JOINTS OR COUPLINGS.

THE BACKFORW PREVENTER LOCATION IS
DEPENDENT ON THE TYPE DEVICE PROPOSED
FOR USE AS FOLLOWS:

LOCATION

DEVICE

A

FORD ANGLE CHECK
(VHH=71—-12W FOR 3/4")
(VHH—74—12W FOR 17)

!

5/8"x12" COPPER SETTER
METER YOKE

TANDARD METER BOX
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USED OR WHEN SATISFACTORY SUPPORT FOR THE FACE FORM CAN \WITH JOINT SEALER JOINT SEALER AN O
BE OBTAINED WITHOUT THE USE OF TEMPLATES AT 10’ INTERVALS. ﬁ% - GUTTER ™A \_ Y,
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4 ™
PAVEMENT
SHOULDER
w © © ©  BEYOND SHOULDER
| - ToEOF 1A ¢ DiTCH
SDAE OF
RIGHT OF WAY PAVEMENT . A
- \_ Y,
EX, ASPHALT WQQQ 2
SIDEWAL K _ L x 6"Wx 3D \\ \_lmnmzv A
i PAVEMENT BORE PIT /! CARRIER
ﬂ | CASING PIPE
: \ TYPICAL PIPE CROSSING
e 4”7 DIA, HDPE CASING PIPE
15" X6 W x5 D——" 3 COVER & 3’ SEPARATION
RECEIVING PIT : D_MZWWD_I ZD.:MW
APPROX., LOCATIO |
OF 87 WATER MAIN WAY SHALL BE IN ACCURDANCE WITH THE
- 40,00 NCDOT STANDARDS AND REQUIREMENTS.
\_ J
REVISION 1 (2/27/13)
NCDOT REVIEW COMMENTS
NOT TO SCALE
N N ELIMINATED THE LIGHT FIXTURE MOUNTING
V/\\/@/\\ JUNCTION BOX, USE FIXTURE STAKING.
SRy S
\/
.... v /A
INITIAL BACKFILL oy S /\\ HAUNCHING
(CLASS 1, Il OR RN
SM & SC . Y \\ (CLASS |, Il OR
M\ SM & SC
SOILS) RS SOILS)
NS
BEDDING AR SN
SM & SC N NSNS NS
PRIMARY CONDUCTORS TO BE SIZED BY ELECTRICTION
SOILS) REV. DESCRIPTION REV.BY
CONDUIT TO BE SIZED BY ELECTRICTION # DATE
NON-RIGID PIPE REVISIONS Y,
IRRIGATION CONTROL aassny A
2x10 TOP CAP ///zMWN/\/ :n_u:J WQ\A\W\\\\
S OO\ L2
|—| mm Z O I U m|—|> _ —| § Wo(& eo«,o\\a Z THIS DOCUMENT ORIGINALLY
NOT TO SCALE J 29 39¢ %z Z ISSUED AND SEALED BY
4 = = = J. FRANK BRAXTON, RLA.
\ 2X6 PANEL BOARDS E mr,.\,& \%,u S LIC.#390, ON 01/15/13.
ATTACHED TO 2-4X6 T NN
2, £ YATITITAN S
\ POST K a_m%,,
Hm
\_ J
= METER BASE/PANEL ( )
COMBINATION
O [SELECT DESIRED FINISH
P - e nziay
IRRIGATION AND P [JTEXTURED ARCHITECTURAL BRONZE(AZT) CIBRONZED BRASS(BER)
LIGHTING 1 IMTEXTURED BLACK(BKT) [CJSELECT DESIRED OPTIONAL MOUNTING ACCESSORY
WIRES LOW VOLTAGE [IBRONZED BRASS(BER) 115601 - SURFACE MOUNTING FLANGE
IN CONDUIT TRANSFORMER _H_w_Hm__mwmwAw_mmmc_mwmowﬂ\_%%_m_u%m%%>oomwmom< (115607 - SURFACE MOUNTING BRACKET
115607 - SURFACE MOUNTING BRACKET _&mm_.mo._. DESIRED OPTIONAL COWL ACCESSORY
B A _Um_Hm_mmmw wwwwmmoxwmﬂw%,\rrww\krc%o,\mwﬂoﬂ D“wwo& wwm_mﬂmﬂ% wwywwm_“_ Mm%m_ﬁ
: FIXTURES.
Lol 12.4W SIZE. FINISHES TO MATCH ACCENT 15702 BKTP, SHORT COWL FOR USE WITH (
R % ,5 _H_A_n_xémmw. SHORT COMIL FOR US 12.4W SIZE. FINISHES TO MATCH ACCENT J
5702 BKTP, SHORT COWL FOR USE WITH FIXTURES.
ﬂUw Ll - w _Nxﬁk mem. FINISHES TO MATCH ACCENT [J15702 BBR, SHORT COWL FOR USE WITH 4 )
Ll < 115702 BBR, SHORT COWL FOR USE WITH mxw\kmmwm FINISHES TO MATCH ACCENT )
e > = 12.4W SIZE. FINISHES TO MATCH ACCENT []15704 AZTP, LONG COWL FOR USE WITH Coastal Land _Umm_© N,PLLC
FIXTURES. 12.4W SIZE FINISHES TO MATCH ACCENT Civil Engineering / Landscape Architecture
) M M [J15704 AZTP, LONG COWL FOR USE WITH FIXTURES. Land Planning / Construction Management
<C 12.4W SIZE FINISHES TO MATCH ACCENT (115704 BKTP, LONG COWL FOR USE WITH NCBELS Firm License No: P-0369
FIXTURES. 12.4W SIZE FINISHES TO MATCH ACCENT . P.O.Box 1172 Phone: 910-254-9333
| _H_Mwo@ MMMm%mﬂmﬂﬂﬁ;%aﬂmwwﬁ_mfﬂ FIXTURES. Wilmington, NC 28402  www.cldeng.com Fax: 910-254-0502
: [115704 BBR, LONG COWL FORUSE WITH g |\ o0 o coniee
FIXTURES. 12.4W SIZE FINISHES TO MATCH ACCENT
8" IN-GROUND STAKE (INCLUDED)
Crsmamiowcom s 25 > /
FIXTURES. (" DRAWN : PROJECT )
CONCRETE HODSING: DIE CAST ALUMINUM OR DE PRI DESIGN JFB NoveeR:
” %ﬁﬂ ALUMINUM OR DIE 15731115732 AZT/BBRIBKT CAST BRASS WITH CLEAR TEMPERED CHECK : SCALE : VARIES
7\_ _ Z N Lu |_|/W_Hu . CAST wmb.,mm WITH CLEAR TEMPERED m_.oﬂwzw._.__._/__mﬁ_w/_ww.w_w__,w M%WHMWﬂﬂﬂﬂ>ﬂm APPROVED : DATE : 02-FEB-2011
mwwmzmq_ﬂ%w% M_m_w%%ﬂwﬂ&m WIRING: 24" OF USABLE #18-2, SPT-1-W \_FILE NAME : /
WIRING: 24" OF USABLE #18-2, SPT-1-W _%wmw_mwmwm.oozzmoqom SUPPLIED e ~
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POWER POLE LIGHT m%m_m _mw,m_:z_m_o_é PROVIDED MOUNTING ACCESSORIES INCLUDED:
MOUNTING ACCESSORIES INCLUDED: W\N___z %mmwﬂmm;xm |_|O _Um>_ _I w m>o _I_
8" IN-GROUND STAKE
112" NPSM STEM PUBLIC ACCESS AREAS
NOTES: . J
NOTES: 1. DO NOT SCALE DRAWINGS.
|_|<U _ O>_| m _I m On_u _N_ O>_I U>Z m _I 1. DO NOT SCALE DRAWINGS. 2. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S SPECIFICATIONS. (" )
2. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S SPECIFICATIONS. 3. CONTRACTORS NOTE: FOR PRODUCT AND COMPANY INFORMATION VISIT www.CADdetails.cominfo
3. CONTRACTORS NOTE: FOR PRODUCT AND COMPANY INFORMATION VISIT www.CADdetails.com/info REFERENCE NUMBER 470-277.
REFERENCE NUMBER 470-275 ) LED ACCENT LIGHTS REDESIGN & LANDSCAPE PLANS
ALL <<O_N—A |_|O OO_/\__U_I< WITH CURRENT NEC > LED ACCENT LIGHTS < MODEL NO. 15741/15742/15743 DETAILS
/ \ MODEL NO. 15731115732 \_ J
\ JOB NUMBER SHEET NUMBER )
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N\ )
GENERAL SPECIFICATIONS 4
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL)
SOUND
ELEC. METER BASE PP 1. WATER METER: PROVIDED BY TOWN
2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN oceAN
WATER MEFVER 3. HOT BOX: CDR WINDBREAKER
4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF | {_ VICINITYMAP— wts )
6. VALVE BOXES: NON METALIC SIZED FOR USE p §
7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12 LEGEND-
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
13. LED GROUND LIGHT FIXTURE: (SIGN)KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN \ /
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) 4 N
17. CONCRETE CURB: NCDOT 846.01 8"X12" REVISION 1 (2/27/13)
18. GRAVEL: #57 WASHED STONE ELIMINATED THE LIGHT FIXTURE MOUNTING
19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE JUNCTION BOX, USE FIXTURE STAKING.
LANDSCAPE ISLAND DIRECTIONAL BORE PER NCDOT REGULATIONS
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
EX. GRAVEL PARKING LOT ENTRANCE): 4" PVC SCH 80 OPEN CUT
21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS
22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
GRASS @ NC SEDIMENTATION AND EROSION CONTROL
RATES.
BARWICK AVE ACCESS @ 23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
W Fabals REGULATIONS FOR WORK WITHIN PUBLIC ROW.
- OCEAN O-5 SCALE: 1'=30
WORK SCOPE " " REV. DESCRIPTION REV.BY
1" BACKEXOW PREVENTOR IN HOT BOX \/ 8"X12" CONC. # _ DATE
1" GV i{ VALVE BOX PAVEMENT CURB (NCDOT) > <
3/4“METER IN VALVE BOX 1. 8"X12" CONC. CURB 46 LF 10.00 SO Carg,
1" TAP BY TOWN 2. GRAVEL ENTRANCE REPAIR 5 TONS A ,///%oo,%éwg\\m\e\ww\\\\\\
S #57 WASHED STONE & S IR i o ol
v E| 24 390 B: :
Q 3. ASPHALT WALK REPAIR 50 SF | 28 82 £ J FRANK BRAXTON, RLA.
& Q 4. UNDERGROUND SLEEVES A % R e HO#90 ON 0TS/
7 & «A\O 4" HDPE DIRECTIONAL BORE 2@40 LF 10.50 \\\e\n@mﬁ._%%,,,,,,
<5 s 4" SCH 80 PVC OPEN CUT 14.00 AT )
4«/ IRRIGATION - N
%,N, 1. 1" SERVICE TAP BY TOWN
v OA 2. METER YOKE AND METER BOX 1 EA
IRRIGATION WIRE & 3. 1" GATE VALVE 1 EA 195
TO VALVE IN 1" CONDUIT 4, 1" BACKFLOW PREVENTOR IN HOT BOX 1 EA R2.00 S x :
(INCLUDE BACKUP WIRE) 5. IRRIGATION CONTROLLER 1 EA
6. 1" SCH 40 PVC IRRIGATION LINE 96 LF
7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA R2.00 r 15.00
8. SUB-SURFACE IRRIGATION LINE 60 LF . .
ELEC METER BASE/PANEL COMBO ’ k ’ 2 - 4" HDPE'SLEEVES 9. FLUSH VALVE IN VALVE BOX 1EA L y
IRRIGATION CONTROLLER NS (DIRECHONAL BORE) PLANTER o p .
LOW VOLTAGE TRANSFORM ELECTRICAL LAYOUT PLAN SCALE: 1"=5
1. METER BASE/100 AMP PANEL COMBINATION 1 EA Coastal Land Design.pLLGC
2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE ot Ergrin antae
/V&A\ |_|m>zm_ﬂom_<_mm \_ m> \_ m>w>_l _U>_I_<_ _H_IO<< OOZlﬁxO_I NCBELS Firm License No: P-0369
& 3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA 1012' BOOTED VALVE rosocriza e stoaseson
_.%é / m__“_w&n_wm WIRE ' 4. WOOD MOUNTING PANEL 1EA A ) @
5. IRRIGATION CONTROLLER 1 EA - y
IRRIGATION VALYE IN VALVE BOX 6. LOW VOLTAGE TRANSFORMER 75 WATT 1EA > INDIAN _._><<j._ow (DR PROJECT N
, 7. 1" CONDUIT WITH LOW VOLTAGE WIRE 90 LF (ELEANOR TABOR DESIGN:  JFB numger: 0 %°
PP REPAIR ASPHALT WALK 8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE 80 LF CHECK: SCALE: __ VARES
AS NEEDED 9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA e APPROVED DATE:  02FEB2011
10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA SUB-SURFAGE D} \ . J
" 11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA A 4 )
SIGN PROVIDED BY TOWN A 12. 8.5 WATT 35 DEGREE SPREAD LED 1EA /\w/rhﬂﬂ
A ANDSCAPE \\V‘I//Jv %’ TOPSAIL BEACH
1. SABLE PALM TREE (10-12' BOOTED) 1EA V‘M »,_r/'” _ PUBLIC ACCESS AREAS
LED GROUND FIXTURES 2. INDIAN HAWTHORN SHRUBS (3 GAL) 5 EA \n‘mVi S\ > ¢
CQW VOTAGE LIGHTS 3. PLANTER FILL MATERIAL 8 CY 2 ,\\\\Q‘NI-"% ,
_ 4. BROWN RECYCLED RUBBER MULCH 1CY x & ‘»ﬂlﬂl\ DN
5. RESEEDING OF DISTURBED AREAS 250 SF =—x REDESIGN & LANDSCAPE PLANS

TILITY

LAYOUT PLAN SCALE: 1"=10'

AN

WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS

TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS.

LANDSCAPE PLAN SCALE: 1"=§'

FLUSH VALVE /

. BARWICK OCEAN ACCESS 0-5 )

\ JOB NUMBER SHEET NUMBER )

| 956-01 1

J




GENERAL SPECIFICATIONS lﬁ
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL)

\\\ BARWICK

ROCKY MOUNT

7 HAYWOOD
\mvo PP . WATER METER: PROVIDED BY TOWN
WATER METER BACKFLOW PREVENTOR: 975XL WILKINS ZURN o
HOT BOX: CDR WINDBREAKER

IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL

FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRH \_ VICINITY MAP Nt
VALVE BOXES: NON METALIC SIZED FOR USE
SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
il PP 8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX

OA\ \ 9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER

VD MBE-12224B 100 BTS

v 10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
ANDSCAPE ISLAND|11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND

CONTACT

12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT

o «»' HARD WIRE FROM BREAKER PANEL

13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK

8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
a 14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER

15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN - <
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) (" N
17. CONCRETE CURB: NCDOT 846.01 8"X12" REVISION 1 (2/27/13)
18. GRAVEL: #57 WASHED STONE __W__mw\_m_ﬁ%__mm,m_wmmo_mwb\_qmw__ﬂémm MOUNTING

19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE JUNCTION BOX, USE FIXTURE STAKING.
DIRECTIONAL BORE PER NCDOT REGULATIONS

20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT

21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS

22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
GRASS @ NC SEDIMENTATION AND EROSION CONTROL

OCEAN

BN

NOo O

AT

b~

EX. GE

EL PARKING LOT

- PROPOSED PARKING LOT EXPANSION

RATES.
23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
_NOO KY _/\_OC NT AVE >00mmm REGULATIONS FOR WORK WITHIN PUBLIC ROW.
OCEAN 0O-6 SCALE: 1'=30'
1" BACKFLOW PREVENTOR IN HOT BOX REV. DESCRIPTION REVEY
1" GY'IN VALVE BOX WORK SCOPE / . # oo oiTe
314" METER IN VALVE BOX 10.00 8"X12" CONC. i, A
1" TAP BY TOWN PAVEMENT . CURB (NCDOT) SR
1. 8"X12" CONC. CURB 46 LF § ™ @o««\o\\a\\m THIS DOCUMENT ORIGINALLY
2. GRAVEL ENTRANCE REPAIR 5 TONS 2| 29 390 B PSHEDANDRaEAGED BY
#57 WASHED STONE E 20, $S  § LIC.#390, ON 01/15/13.
3. ASPHALT WALK REPAIR 50 SF Q 10.50 (AR
4. UNDERGROUND SLEEVES O . s B
4" HDPE DIRECTIONAL BORE 1@40 LF 14.00 N y
4" SCH 80 PVC OPEN CUT 1@35 LF 2 ~
XEPAIR ASPHALT WALK IRRIGATION
AS NEEDED 1. 1" SERVICE TAP BY TOWN
2. METER YOKE AND METER BOX 1EA R2 00 — 1.25
Q 3. 1" GATE VALVE 1 EA .
‘\ ««\O 4. 1" BACKFLOW PREVENTOR IN HOT BOX 1 EA
5. IRRIGATION CONTROLLER 1 EA r
IRRIGATION VALVE IN VALVE BOX 6. 1" SCH 40 PVC IRRIGATION LINE 90 LF R2.00 15.00
& 7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA
O ) 8. SUB-SURFACE IRRIGATION LINE 60 LF PLANTER L J
- 4" HDPE SLEEVE 9. FLUSH VALVE IN VALVE BOX 1EA -
(DIRECTIONAL BORE) LAYOUT PLAN SCALE: 1"=5 ( A
__”M_w< wﬂwﬂmm W_W_H._J_.Mmm ELECTRICAL Coastal Land Design,pPLLC
1. METER BASE/100 AMP PANEL COMBINATION 1 EA Land Pianning | Gonstruston Management
2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE
\_ ) m_.: _U<O mo_l_ mO m_lmm<m |_|_N>ZW_HO_N_<_m_N ‘_ m> |\_ m»w)_l _U>_I_<_ Wilmington, NC 28402  www.cldeng.com Fax: 910-254-0502
Pp (OPEN CUT) 3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA (10'-12' BOOTED)
(SEE TRENCH DETAIL) S 4. WOOD MOUNTING PANEL 1EA 5 INDIAN HAWTHORNE > -
5 5. IRRIGATION CONTROLLER 1 EA (ELEANOK TABOR) FLOW CONTROL ((oRAwN PROJECT 06 h
6. LOW VOLTAGE TRANSFORMER 75 WATT 1EA VALVE R e
7. 1" CONDUIT WITH LOW VOLTAGE WIRE 55 LF e e
8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE ~ 70 LF e NaVE >
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA ( \ - g
SIGN PROVIDED BY TOWN 10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA . D
— 11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA , 1’/’
12. 8.5 WATT 35 DEGREE SPREAD LED 1 EA AN\ TOPSAIL BEACH
IRRIGATION WIRE : AR PUBLIC ACCESS AREAS
OA TO VALVE IN 1" CONDUIT LANDSCAPE >, AW, L y
% (INCLUDE BACKUP \WIRE) | 1. SABLE PALM TREE (10-12' BOOTED) 1EA ‘ ¢ - - N
2. INDIAN HAWTHORN SHRUBS (3 GAL) 5 EA , ‘
ELEC METER BASE/PANEL COMBO 4. BROWN RECYCLED RUBBER MULCH 1CY SUBSURFACE DRIP NNE
UTILITY . RRIGATIGN CONTROLLER 5. RESEEDING OF DISTURBED AREAS 250 SF . ROCKY MOUNT ACCESS 0-6 )
S WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS -
LAYOUT PLAN S8CALE: 1"=10' ,7N<< LTAGE TRANSFORMER LANDSCAPE PLAN SCALE: 1"=5 4 @mmoé N N
X VAN - Y,




N N\
< BARWICK
Av ‘\\ ROCKY MOUNT
< GENERAL SPECIFICATIONS / sw&\\
Q 44% (SELECTED MATERIALS SUBJECT TO APPROVED EQUAL) SOUND QN b
< CREWS
\&Mo ’ cO 1. WATER METER: PROVIDED BY TOWN ocean
» 0\ «%: 2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN
VAA/ /XX 40 3. HOT BOX: CDR WINDBREAKER
\e 4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL L VICINITYMAPnts
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF - N
/x 6. VALVE BOXES: NON METALIC SIZED FOR USE LEGEND:
N 7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
= COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
LANDSCAPE ISLAND 13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT . )
._ EX. GRAVEL PARKING LOT Ao OMPOST - S
. A 16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN
A COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) REVISION 1 (2127113
17. CONCRETE CURB: NCDOT 846.01 8"X12" NCDOT REVIEW COMMENTS
18. GRAVEL: #57 WASHED STONE JUNCTION BOX, USE FIXTURE STAKING.
19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE
DIRECTIONAL BORE PER NCDOT REGULATIONS
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
@ ENTRANCE): 4" PVC SCH 80 OPEN CUT
21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
. A_a MATCHNG FITTINGS
EMPIE AVE ACCESS SCALE: 1'=30 22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
OCEAN O-7 GRASS @ NC SEDIMENTATION AND EROSION CONTROL
RATES.
23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
WORK SCOPE mw<. DESCRIPTION wm«w_ﬁ
1" BACKFLOW PREVENPOR IWHOT BOX é SIS
1" GV IN VALVE BOX @) - -
N7 PAVEMENT \/ o a o (e, A
3/4" METER IN WALVEBOX 1. 8"X12" CONC. CURB 46 LF 8"X12" CONC. &ﬂa%m&
" TAP BY TN « 2. GRAVEL ENTRANCE REPAIR 5 TONS 10.00 CURB (NCDOT) S ¥7%) % TS DOCUMENT ORIGINALLY
@4/,,\ #57 WASHED STONE . E[ 28 390 8Z S J FRANK BRAXTON, RLA.
X 3. ASPHALT WALK REPAIR 50 SF 130, 5§ LC#s0 ON01/15/15
Ca 4. UNDERGROUND SLEEVES [ 2 A SO
%,N, 4" HDPE DIRECTIONAL BORE 1@40 LF Q i%%%
v 4" SCH 80 PVC OPEN CUT «A\O 10.50 A N y
REPAIR ASPHALT WALK RRIGATION . s ~
AS NEEDED 14.00
1. 1" SERVICE TAP BY TOWN
) 2. METER YOKE AND METER BOX 1EA
o 1-4"HDPE SLEEVE 3. 1" GATE VALVE 1EA
e (DIRECTIONAL BORE) 4. 1" BACKFLOW PREVENTOR IN HOT BOX 1EA
5. IRRIGATION CONTROLLER 1EA 1.25
IRRIGATION VALVE IN VALVE BOX 5 1" SGH 40 PVC IRRIGATION LINE 93 LF R2.00 N
[ 1 FLOWZONE COVTROL VALVE WHETER 80X 124
O VALVE IN 1" CONDUI ' FLUS R2.00 T 15.00
(NCLUDE BACKUP WIRE) 9. FLUSH VALVE IN VALVE BOX 1EA : : L y
4 N\
» LED GROUND FIXTURES ELECTRICAL PLANTER .
LOW VOTAGE LIGHTS 1. METER BASE/100 AMP PANEL COMBINATION 1EA LAYOUT PLAN SCALE: 1"=5' OOmmﬁm__.m\:QUmm_@:nFo
2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE =

SIGN PROVIDEDBY TOWN

LOW VOLTAGE WIRE
MA-CONDUIT

Q
«A\O
UTILITY
LAYOUT PLAN

CALEXNJ"

O—

TRANSFORMER 1 EA
3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA
4. WOOD MOUNTING PANEL 1 EA
5. IRRIGATION CONTROLLER 1 EA
6. LOW VOLTAGE TRANSFORMER 75 WATT 1 EA
7. 1" CONDUIT WITH LOW VOLTAGE WIRE 25 LF
8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE 10 LF
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA
10. LED LOW VOLTAGE LIGHT FIXTURES (TREE)  1EA
11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA
12. 8.5 WATT 35 DEGREE SPREAD LED 1EA
LANDSCAPE
1. SABLE PALM TREE (10-12' BOOTED) 1 EA
2. INDIAN HAWTHORN SHRUBS (3 GAL) 5 EA
3. PLANTER FILL MATERIAL 8 CY
4. BROWN RECYCLED RUBBER MULCH 1CY
5. RESEEDING OF DISTURBED AREAS 250 SF

WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS.

5 INDIAN PAWTHORNE
(ELEAMOR TABOR)

LANDSCAPE PLAN SCALE: 1"=8'

1 SABAL PALM
(10-12' BOOTED)

FLOW CONTROL
VALVE

SUB-SURFA
DRIP LINE

FLUSH <>_|<mln\

P.O.Box 1172
Wilmington, NC 28402  www.cldeng.com

Land Planning / Construction Management
NCBELS Firm License No: P-0369

Phone: 910-254-9333
Fax: 910-254-0502
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\\ ¢ BARWICK
0’ ROCKY MOUNT

GENERAL SPECIFICATIONS
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL) HAYWOOD

WATER METER: PROVIDED BY TOWN
BACKFLOW PREVENTOR: 975XL WILKINS ZURN
HOT BOX: CDR WINDBREAKER

IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL

FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF | -
VALVE BOXES: NON METALIC SIZED FOR USE
SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND

& 12" LATTERAL SPACING
N\ 8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER

MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE

11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT

12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL

13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD

14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD

15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST N~ <

16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN ( A
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) mm/m_w_qowmﬁ\_m«wm%,w_zmzam

17. CONCRETE CURB: NCDOT 846.01 8"X12" ELIMINATED THE LIGHT FIXTURE MOUNTING

18. GRAVEL: #57 WASHED STONE JUNCTION BOX, USE FIXTURE STAKING.

|  PROPOSED PARKING LOT EXPANSION 19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE

o 8 DIRECTIONAL BORE PER NCDOT REGULATIONS

20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT

21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS

22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
GRASS @ NC SEDIMENTATION AND EROSION CONTROL

OCEAN

hoN =

LANDSCAPE ISLAND

VICINITY MAP  NTS

(
\

NO O

EX. GRAVEL PARKING LOT

RATES.
_I_><<<OOU ><m >Oommm 23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
OCEAN 0O-8 SCALE: 1'=30'
mw<. DESCRIPTION wm«w_ﬁ
1" BACKFLOY( PREVEMNFOR'IN HOT B WORK SCOPE \ rEdee x
1" GV IN YALVE BQ PAVEMENT 8"X12" CONC. x,,,,,\n,«,/,__mnmmm\s )
" " S &g, L, Z,
TER IN B 1. 8"X12" CONC. CURB 46 LF 10.00 CURB (NCDOT) || f&¥\\8tage%2
2. GRAVEL ENTRANCE REPAIR 5 TONS q 5y % 2 S BOCUMENT CRIGINALLY
"7 TOWN #57 WASHED STONE E| 28 390 82 Z U FRANK BRAXTON, RLA.
3. ASPHALT WALK REPAIR 50 SF Doy (g OO N OIS/
© O& 4. UNDERGROUND SLEEVES - K TUEONNS
/%v( < 4" HDPE DIRECTIONAL BORE 1@40 LF e 10.50 S )
<] 4" SCH 80 PVC OPEN CUT
PP » 14.00 4 N
%& IRRIGATION
v 1. 1" SERVICE TAP BY TOWN
2. METER YOKE AND METER BOX 1EA
/v%\ K mmﬂb_w_m%mm% HALT WALK 3. 1" GATE VALVE 1EA
& o 4. 1" BACKFLOW PREVENTOR IN HOT BOX 1EA R2 .00 N 1.25
S ) 5. IRRIGATION CONTROLLER 1 EA .
23 1-4"HDPE SLEEVE 6. 1" SCH 40 PVC IRRIGATION LINE 60 LF
2 S (DIRECTIONAL BORE) 7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA T
R\ 8. SUB-SURFACE IRRIGATION LINE 60 LF R2.00 15.00
& [RRIGATION VALVE IN VALVE BOX 9. FLUSH VALVE IN VALVE BOX 1 EA N y
<&
> PLANTER ‘ \
+ IRRIGATION WIRE -
)2 | TO VALVE IN 1" CONDUIT ELECTRICAL LAYOUT PLAN SCALE: 1"=5 \‘ Coastal Land Design.pLLGC
A_ZO_ICDm w —AC_U <<_mmv ‘_ _/\_m|_|mx w>mm\\_oo >_<__U _U>2m_l OO_/\_w_Z>|_|_OZ \_ m> Civil m_‘_@_:m.m_‘_:m\_.m:awowum?o::moES
LED GROUND FIXTURES 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE / e e | onsueton Management
_ |_|m>zm_ﬂom—/\_mm \_ m> _H_IO<< OOZl_lmO_I <>_I<m _u..O.m.ox._._ﬂN " _u:o:mm 910-254-9333
LOW VOTAGE LIGHTS 3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1EA H%ww»m_w.w.q__w\_o Iminten: 1O cdemacom  Fecoiozet
P 4. WOOD MOUNTING PANEL 1EA (10-12" B ) y
5. IRRIGATION CONTROLLER 1 EA ‘ — — §
6. LOW VOLTAGE TRANSFORMER 75 WATT 1 EA 5 INBIAN HAWTHORNE o . 18008
7. 1" CONDUIT WITH LOW VOLTAGE WIRE 20 LF ELEANOR TABOR) GrECK: SOAE. VARIES
7 8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE 10 LF A APPROVED | DATE: __ o2FEB201]
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1EA \\)' 4 \_FILE NAME Y
10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA \»"//7 (D ) - ~
11. 4.5 WATT 10 DEGREE SPREAD LED 1EA \\‘/’.Vi% /
SIGN PROVIDED BY TOWN - _ / 12. 8.5 WATT 35 DEGREE SPREAD LED 1EA \\Nﬁvy‘ﬁﬁb TOPSAIL BEACH
LOW VOLTAGE WiRE — NEL COMBO LANDSCAPE PN e wime SN PUBLIC ACCESS AREAS
OA 1" CONDUIT 1. SABLE PALM TREE (10-12' BOOTED) 1EA x h« +h.~l!.“.“ - -
< CONTROLRER 2. INDIAN HAWTHORN SHRUBS (3 GAL) 5 EA 7 x )
UTRILITY LOW VOLTAGE TRANSFORMER 3. PLANTER FILL MATERIAL 8 CY FLUSH VALVE=%
N 4. BROWN RECYCLED RUBBER MULCH 1CY SUB-SURFACE DRIP LINES ELECTRIC PQNEL REDESIGN & LANDSCAPE PLANS
AYOUT PLAN SCALE: N=10'
_ \ 5. RESEEDING OF DISTURBED AREAS 250 SF HAYWOOD AVE ACCESS 0.8
WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS . J
|_|O <m_N__H< OC>Z_|_|_mm _HO_N |_|_I_m__N <<O_N—A >ZD Umo_uomsb'_lm _|>Z Dmo>nm U_|>Z mo>_|m. \_ ._“m_ 4 JOB NUMBER SHEET NUMBER )\
. 956-01 4
J y,




N )
& Barwick
4 "%
GENERAL SPECIFICATIONS \s\\ At
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL) c&c.\z_mzég
CREWS
1. WATER METER: PROVIDED BY TOWN oceAN
O 2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN
R/ 3. HOT BOX: CDR WINDBREAKER
) 4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
Aﬂm FROM BREAKER PANEL L VICINTYMAP w15 |
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF p §
ANDSCAPE ISLAND 6. VALVE BOXES: NON METALIC SIZED FOR USE LEGEND:
7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
- 14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
|7 EX. GRAVEL PARKING LOT 15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST N /
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN 4 N
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) mm/m_w_qowmc_m«wﬂo\%,w_zmzqm
“M MOZO_Nm._.M OC_N_wm” ZO_umO._mehm.o\_ 8"X12" ELIMINATED THE LIGHT FIXTURE MOUNTING
. _N><m_| mﬂ <<> _|_m_U ._u Zm JUNCTION BOX, USE FIXTURE STAKING.
19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE
DIRECTIONAL BORE PER NCDOT REGULATIONS
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT
DAVIS AVE ACCESS 21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS
22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
OCEAN 0O-9 GRASS @ NC SEDIMENTATION AND EROSION CONTROL
SCALE: 1'=30' RATES.
23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
WORK SCOPE mw<. DESCRIPTION wm«w_ﬁ
\_ REVISIONS )
PAVEMENT T A
s 8"X12" CONC S Gk,
> . 1. 8"X12" CONC. CURB 46 LF . SN %%,
& o/ TRRIGATION WIRE 2. GRAVEL ENTRANCE REPAIR 5 TONS CURB (NCDOT) S €% % THIS DOCUMENT ORIGINALLY
@444/ TO VALVE IN 1" CONDUIT—, 457 WASHED STONE 10.00 | 33 390 & : R SRR
INCLUDE BACKUP WIRE 2| 2%, §& § Lic.g390, .
&7 A IRRIGATION VALVE/IN VALVE BOX D, Sl By B TS
&f@ " 4" HDPE DIRECTIONAL BORE Q , "¢ BERS
4" SCH 80 PVC OPEN CUT 2@25 LF AA\O 10.50 \ /
2 - 4" PVC BCH 89/SLEEVES IRRIGATION . ( h
(OPEN 20T) S _. 14.00
(SEE TRE DETAIL) © 1. 1" SERVICE TAP BY TOWN
o © 2. METER YOKE AND METER BOX 1EA
1" BACKFLGW PREVENTOR 3. 1" GATE VALVE TEA
IN HQT BOX < 4. 1" BACKFLOW PREVENTOR IN HOT BOX 1EA
LEDSROUND EIXTURES 5. IRRIGATION CONTROLLER 1 EA R2 00 | 1.95
LOW VSTAGE LIGHTS 6. 1" SCH 40 PVC IRRIGATION LINE 60 LF
) 7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA
"Gyl E BOX — 8. SUB-SURFACE IRRIGATION LINE 60 LF R2 00 r 500 —
OAN | s1GN PROVIDED BY TOW 9. FLUSH VALVE IN VALVE BOX 1EA . . v A
<
— ELECTRICAL PLANTER .
LOW VOLTAGE WIRE 1. METER BASE/100 AMP PANEL COMBINATION 1 EA LAYOUT PLAN SCALE: 1"=5' Coastal Land Design,pLic
IN 1" CONDUIT 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE — O OBtLS Fim Lo o P85
- |_|m>zm_ﬂox—/\_mx ‘_ m> _u.O.m.ox._._ﬂm _u:o:mmméo-mmh-mmwm
PP Q 3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1EA Himngton NG 2640z cldengcom - Fax s10-20w0s02
EX WATER METER Iy 4. WOOD MOUNTING PANEL 1EA T SABAL PALM L y
2D — 5. IRRIGATION CONTROLLER 1 EA 5 INDIAN HAWTHORNE (10"12' BOOTED) —_— —— §
1" TAP BY TOWN A\N, 6. LOW VOLTAGE TRANSFORMER 75 WATT 1 EA — npeq. 18008
& > 7. 1" CONDUIT WITH LOW VOLTAGE WIRE 50 LF GrECK: SCALE:  VARIES
IR _ 8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE ~ 60 LF APPROVED oATE. oareBaon
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1EA | \ , FLOW CONTROL \LFILE NAME J
10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA . VALVE e ~
£ELEC METER BASE/PANENCOMBO 11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA
IRRIGATION CONTROLLER T 12. 8.5 WATT 35 DEGREE SPREAD LED TEA TOPSAIL BEACH
LOW VOLTAGE TRANSFORME LANDSCAPE PUBLIC ACCESS AREAS
1. SABLE PALM TREE (10-12' BOOTED) 1EA \ - /
2. INDIAN HAWTHORN SHRUBS (3 GAL) 5 EA —7 4 N
3. PLANTER FILL MATERIAL 8 CY FLUSH VALVE
5. RESEEDING OF DISTURBED AREAS 250 SF SOPRTARE PR REDESIGN & LANDSCAPE PLANS
UTILIT . N DAVIS AVE ACCESS 0-9
LAYOUT PLAN SCALE: 1"=5' WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS LANDSCAPE PLAN SCALE: 1"=5 N y
: TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS. - ree—

JU 950.01 5




N\ )
7 ¢ BARWICK
GENERAL SPECIFICATIONS 4 % ook vounT
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL) 5 vwioon
1. WATER METER: PROVIDED BY TOWN e
2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN
3. HOT BOX: CDR WINDBREAKER
O 4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
o /\L FROM BREAKER PANEL VICINITY MAP  NTS
A ¢@ 5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF - J
»o&\ 2a 6. VALVE BOXES: NON METALIC SIZED FOR USE (LEGEND )
& OO 7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
YL COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
Q 12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
¢ MBE-12224B 100 BTS
\ 10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
/ LANDSCAPE ISLAND 11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
<> 12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
(NG HARD WIRE FROM BREAKER PANEL
¢ 13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
. 15731 BLACK 4.5W 10 DEGREE SPREAD
' EX. GEAVEL PARKING LOT 15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
A AND COMPOST L )
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN p §
" BEACH ACCESS ROAD COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) CVISON 1 (27113
17. CONCRETE CURB: NCDOT 846.01 8"X12" NCDOT REVIEW COMMENTS
18. GRAVEL: #57 WASHED STONE
19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE | |
DIRECTIONAL BORE PER NCDOT REGULATIONS
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT
21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS
CREWS AVE ACCESS 22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
GRASS @ NC SEDIMENTATION AND EROSION CONTROL
_ RATES.
OCEAN O-10 SCALE: 1'=30' 23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
- T REGULATIONS FOR WORK WITHIN PUBLIC ROW.
Eom—A moonm REV REV.BY
# ) DESCRIPTION DATE
\_ REVISIONS )
5 PAVEMENT w4 A o )
z/zz/ CA \\\\\
ELEC METER BASE/PANEL CONBO 1. 8"X12" CONC. CURB 46 LF §'X12" CONC. ¢&¢¢a%m$
IRRIGATION 2. GRAVEL ENTRANCE REPAIR 5 TONS R2.00 CURB (NCDOT) § 5 %% THIS DOCUMENT ORIGINALLY
=| = %= =
LOW VOL #57 WASHED STONE = 28 390 8= I J FRANK BRAXTON, RLA.
3. ASPHALT WALK REPAIR X 1 5% (oS O30 ON 0118713,
4. UNDERGROUND SLEEVES 10 £0 ‘ R2.00 \\\\w&.w%_._,mwﬁw,,,,
1,/4" PVC SDH 80 SLEEVE PP 4" HDPE DIRECTIONAL BORE . iy
(OPEN CUT) N 4" SCH 80 PVC OPEN CUT 1@42 LF o5 v A
(SEE TRENCH DETAIL) N IRRIGATION
IRRIGAPON WIRE 1. 1" SERVICE TAP BY TOWN
TO VALVE IN 1" CONDUIT 2. METER YOKE AND METER BOX 1 EA
(INGLUDE BACKUP WIRE) 3. 1" GATE VALVE 1EA
4. 1" BACKFLOW PREVENTOR IN HOT BOX 1 EA 15.00
LOWVOLTAGE WIRE 5. IRRIGATION CONTROLLER 1 EA
IN 1" CONDUIT 6. 1" SCH 40 PVC IRRIGATION LINE 12 LF
« SIGN PROVIDED BY TQWN 7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1EA :
444/ p 8. SUB-SURFACE IRRIGATION LINE 60 LF
& : X 9. FLUSH VALVE IN VALVE BOX 1EA L y
/%w/ . \‘\v LED GROUND FIXTURES ( h
< . J OW VOTAGE LIGHTS ELECTRICAL PLANTER .
— 1. METER BASE/100 AMP PANEL COMBINATION 1EA =5 5 Coastal Land Design,PLiC
EX WATER METER ‘ 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE h . e e | onsueton Management
|_|x>zm_uom_/\_mm \_ m> P.0.Box 1172 . Phone: 910-254-9333
\_: |_|» 4 w< |_|O<< w \_m >_/\__U O_moc_lﬂ _HmmD |_|O _mx_m>|_|_oz OOZlﬁxo_l ‘_ m> mcmlmcm_ﬂspom Dm__u _I_Zm Wilmington, NC 28402  www.cldeng.com Fax: 910-254-0502
. ) 4. WOOD MOUNTING PANEL 1EA L y
- 5V IN VALVE BOX 5. IRRIGATION CONTROLLER 1EA — —— {
17BACKFLOW PRE¥ENTOR IN HOFBOX 6. LOW VOLTAGE TRANSFORMER 75 WATT 1EA FLUSH VALVE B TR 100
Q 7. 1" CONDUIT WITH LOW VOLTAGE WIRE 64 LF Gk SOALE: | VARIES
«A\O X 8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE ~ 54 LF APPROVED: oAe. oareszor
o/ IRRIGATIONVALVE IN VALVE BOX 9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1EA FLE NAvE J
& 10. LED LOW VOLTAGE LIGHT FIXTURES (TREE)  1EA r N
%o 11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA
3 12. 8.5 WATT 35 DEGREE SPREAD LED 1EA - TOPSAIL BEACH
PP LANDSCAPE N 6’\ PUBLIC ACCESS AREAS
1. SABLE PALM TREE (10-12' BOOTED) 1EA N\ .»v\A :A%.»w} oﬂﬁ.m,\_ov \ J
2. INDIAN HAWTHORN SHRUBS (3 GAL) 4 EA 44 4 A
UTILITY 3. PLANTER FILL MATERIAL 8 CY 4 INDIAN HAWTHORNE
R 4. BROWN RECYCLED RUBBER MULCH 1CY FLOWCONTROL VARNE ELEANOR TABOR REDESIGN & LANDSCAPE PLANS
LAYOUT PLAN SCALE: 1"=5 5. RESEEDING OF DISTURBED AREAS 250 SF ( ) CREWS AVE AGCESS 0.1
WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS N ] y
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS. LANDSCAPE PLAN SGALEN1"=5! - )
)L 950.01 6 y




N N\
Jv & BARWICK
GENERAL SPECIFICATIONS ROCKY MOUNT
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL) soun > havwoon
1. WATER METER: PROVIDED BY TOWN S
2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN
3. HOT BOX: CDR WINDBREAKER
4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL VICINITY MAP  NTS
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF - -
6. VALVE BOXES: NON METALIC SIZED FOR USE ( LEGEND: A
LANDSCAPE ISLAND 7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND REVISION 1 (2/27/13)
\_M: _I>._|._|m_uN>_l m_U>O_ZO —_W__mw_w\_m_v_/.__.b,_m_m.__mm/m\u__.m_.,_\._<m0_mww\___/_\_._.m__n/__.v_.%_.c_u~m MOUNTING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX JUNCTION BOX, USE FIXTURE STAKING.
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST N y
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN - N
—— EX. GRAVEL PARKING LOT COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH)
17. CONCRETE CURB: NCDOT 846.01 8"X12"
/ 18. GRAVEL: #57 WASHED STONE
7 19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE
DIRECTIONAL BORE PER NCDOT REGULATIONS
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT
HINES AVE ACCESS @ 21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
, MATCHNG FITTINGS
22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
OCEAN 0O-11 SCALE: 1'=30' GRASS @ NC SEDIMENTATION AND EROSION CONTROL
. RATES.
23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
) WORK SCOPE
“w\h METER M VA E wox _»W<. DESCRIPTION WM/.“mw<
1" TAZ BY. TOWN PAVEMENT N REVISIONS )
1. 8"X12" CONC. CURB 40 LF 10.00 8"X12" CONC. T N\
2. GRAVEL ENTRANCE REPAIR 5 TONS . N CARp,
X #57 WASHED STONE CURB (NCDOT) %&%ﬂ,’&w_m&om%\&w THIS DOCUMENT ORIGINALLY
«A\O 3. ASPHALT WALK REPAIR 59 n0p %2 £ ISSUED AND SEALED BY
4. UNDERGROUND SLEEVES \ 2 8 85 I J FRANK BRAXTON, RLA.
4" HDPE DIRECTIONAL BORE 1@40 LF Loy a s HO#0 ON01215/15
4" SCH 80 PVC OPEN CUT 1@38 LF K 10.50 7 R s
IRRIGAFION VALVE IN VALVE BO IRRIGATION 10.25 (e y
1. 1" SERVICE TAP BY TOWN 4 B
2. METER YOKE AND METER BOX 1 EA
’ 3. 1" GATE VALVE 1EA
Mm_Mm_memzw__..mm_w\ mmv 4. 1" BACKFLOW PREVENTOR IN HOT BOX 1 EA 1. 7 »
5. IRRIGATION CONTROLLER 1 EA ’
6. 1" SCH 40 PVC IRRIGATION LINE 60 LF R2.00
7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA
RRIGATION WIRE 8. SUB-SURFACE IRRIGATION LINE 50 LF 12.50
TO VALVE IN 1" CONDUIT 9. FLUSH VALVE IN VALVE BOX 1EA R2.00
> - J
@@4 m_A.mA_,U\_qmﬂm_w_.w»,mm:oo AMP PANEL COMBINATION 1 EA PLANTER ! )
/¢a 1-4"PVC SCH 80 SLEEVE 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE LAYOUT PLAD SCALE: 1= Coastal Land Design,pLLc
& (OPEN CUT) 5 oot ORUER O IRRIGATION CONTROL 1 En 5 Cl et Lo e
. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA
(SEE TRENCHBELS 4. WOOD MOUNTING PANEL 1 EA h‘. ST r wsworon T SO
D GROUND FIXTURES 5. IRRIGATION CONTROLLER 1 EA o - |
LOW VOTAGE LIGH 6. LOW VOLTAGE TRANSFORMER 75 WATT 1 EA 4 INDIAN HAWTHORNE N Y
7. 1" CONDUIT WITH LOW VOLTAGE WIRE 52 LF (ELEANOR TABOR) T T 2
8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE 60 LF T sumper: 1900
Q SIGN PROVIDED BY TOWN 9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA 1 SABAL PALJy CHECK - SCALE:  VARIES
««\O LOW VOLTAGE WIR I/// 10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA ) / (10-12' BOGAED) APPROVED DATE: _ ooFEB20T
IN 1" CONDUIT | 11. 4.5 WATT 10 DEGREE SPREAD LED 1EA SUBSURFACE DRIP LINE \myﬂ \TEE /
X \ 12. 8.5 WATT 35 DEGREE SPREAD LED 1EA \\,\ang// /n" 4 )
?/
e s coved | O e o 2R e
/ . (10-12' BOOTED) 1 EA KSE=) VALVE
LOW VOLTAGE TRANSFORMER T 2. INDIAN HAWTHORN SHRUBS (3 GAL) 4 EA ‘v.w\v _ PUBLIC ACCESS AREAS
3. PLANTER FILL MATERIAL 6 CY =
4. BROWN RECYCLED RUBBER MULCH 1CY _-\ ( )
UTILITY 5. RESEEDING OF DISTURBED AREAS 250 SF ‘_u_.cm_._ VALVE
LAYOUT PLAN SZALE: 1"=10' WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS / REDESIGN & LANDSCAPE PLANS
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS. A ANDSCAPE PLAN SCALE: 1"=5' | HINESAVEACCESS O-11 |
\ JOB NUMBER SHEET NUMBER )
)L 956-01 7 y




\ LANDSCAPE ISLAND

EX. GRAVEL PARKING LOT

®

SCOTT AVE ACCESS SCALE: 1'=30'
WORK SCOPE
1" GV IN VALVE BOX PAVEMENT
. 3/4" METER INWVALVE BOX 1. 8"X12" CONC. CURB 40 LF
1" BACKFLOW PREVENTOR IN HOT BOX 1" TAP BYAOWN 2. GRAVEL ENTRANCE REPAIR 5 TONS
#57 WASHED STONE
Q 3. ASPHALT WALK REPAIR
A 4. UNDERGROUND SLEEVES
4" HDPE DIRECTIONAL BORE 1@40 LF
4" SCH 80 PVC OPEN CUT 1@32 LF
IRRIGATION

1. 1" SERVICE TAP BY TOWN

2. METER YOKE AND METER BOX 1EA

3. 1" GATE VALVE 1EA

) ) 4. 1" BACKFLOW PREVENTOR IN HOT BOX 1EA

Mm_mm_%_nqm wrmww\mmv 5. IRRIGATION CONTROLLER 1EA

% 6. 1" SCH 40 PVC IRRIGATION LINE 70 LF

7. 1" ELOW ZONE CONTROL VALVE IN METER BOX 1 EA

8. SUB-SURFACE IRRIGATION LINE 50 LF

ARIGATION VALVE'IN VALVE BOX 9. FLUSH VALVE IN VALVE BOX 1EA

IRRI

TOXALVE IN 1" CONDUIT

S

<

%m/ 1-4" PVC SCH 80 SLEEVE

ATION WIRE

& (OPEN CUT)
(SEE TRENCH DETAIL)

A
Q
«A\O

UTILITY

LAYOUT PLAN SCALE: 1"=10'

7z
,/\

PP

LER GROU
LOWNOTAGE NGHTS

SIGN PROVIDED BY
LOW VOLTAGE WIRE
IN 1" CONDUIT \

ELEC METER _w>mm\_u>zm¥m®
IRRIGATION CONTROLLE

-

FIXTURES

LOW VOLTAGE TRANSFORMER \\

ELECTRICAL

1.

METER BASE/100 AMP PANEL COMBINATION 1 EA

2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE
TRANSFORMER 1 EA
3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA
4. WOOD MOUNTING PANEL 1 EA
5. IRRIGATION CONTROLLER 1EA
6. LOW VOLTAGE TRANSFORMER 75 WATT 1 EA
7. 1" CONDUIT WITH LOW VOLTAGE WIRE 50 LF
8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE ~ 60 LF
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA
10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA
11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA
12. 8.5 WATT 35 DEGREE SPREAD LED 1 EA
LANDSCAPE
1. SABLE PALM TREE (10-12' BOOTED) 1 EA
2. INDIAN HAWTHORN SHRUBS (3 GAL) 4 EA
3. PLANTER FILL MATERIAL 6 CY
4. BROWN RECYCLED RUBBER MULCH 1CY
5. RESEEDING OF DISTURBED AREAS 250 SF

WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS.

GENERAL SPECIFICATIONS
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL)

WATER METER: PROVIDED BY TOWN
BACKFLOW PREVENTOR: 975XL WILKINS ZURN
HOT BOX: CDR WINDBREAKER

IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL

FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF
VALVE BOXES: NON METALIC SIZED FOR USE

SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND

12" LATTERAL SPACING

8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX

9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER

MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE

11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT

12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL

13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD

14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD

15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST

16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH)

17. CONCRETE CURB: NCDOT 846.01 8"X12"

18. GRAVEL: #57 WASHED STONE

19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE
DIRECTIONAL BORE PER NCDOT REGULATIONS

20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT

21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS

22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
GRASS @ NC SEDIMENTATION AND EROSION CONTROL
RATES.

23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT

REGULATIONS FOR WORK WITHIN PUBLIC ROW.

W=

No o

900  _gix12" cONC.
CURB (NCDOT)

N4
«A\O

1.4C
A
R2.00 N

\
12.50

R2.00

PLANTER
KYOUT PLAKN  SCALE: 1'=5

REV. REV.BY
# DESCRIPTION DATE
\_ REVISIONS Y,
4 Wiy, )
//c: CA :\\\
////M@)/H/—: " :W\QA \,\\\\\\
D //zzydrﬁwﬁ.%\o\\\\\ﬂ\ﬂ Z
3 SV &= 2 THIS DOCUMENT ORIGINALLY
S| =g %= = ISSUED AND SEALED BY
=[ 28 390 8= = J FRANK BRAXTON, RLA.
3 29, &S § LIC#390, ON 01/15/13.
At/ RO
2,° \/\\\ 111)0//
\\\\\ A \QA. :W.ﬂvd_//z///
\\5::::::?/
\_ J
~ N

4 INDIpPAN HAWTHORNE
(ELEANOR TABOR)

1 SABAL PALM
(10'-12' BOOTED)

/ FLOW CONTROL
QLVE

FLUSH VALVE L SUBSURFACE DRIP

LANDSCAPE PLAN SCALE: 1"=%'

\\*’ BARWICK

(Y ROCKY MOUNT

OCEAN

VICINITY MAP NT
_ S )

REVISION 1 (2/27/13)

NCDOT REVIEW COMMENTS

ELIMINATED THE LIGHT FIXTURE MOUNTING
JUNCTION BOX, USE FIXTURE STAKING.

(
\

Coastal Land Design,PLLC

Civil Engineering / Landscape Architecture
Land Planning / Construction Management

NCBELS Firm License No: P-0369

Phone: 910-254-9333
Fax: 910-254-0502

A X | POBox1i72
Wilmington, NC 28402  www.cldeng.com

\_ _J
(" DRAWN : PROJECT )
180-06

DESIGN : JFB NUMBER :

CHECK : SCALE : VARIES

APPROVED : DATE : 02-FEB-2011
\_ FILE NAME : )
4 )

TOPSAIL BEACH
PUBLIC ACCESS AREAS

\ _/
4 )

REDESIGN & LANDSCAPE PLANS
SCOTT AVE ACCESS 0-12

\. J

\ JOB NUMBER SHEET NUMBER )

| 956-01 8




N\ )
< BaRWICK
4 %
GENERAL SPECIFICATIONS AN
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL) e O
1. WATER METER: PROVIDED BY TOWN oceAN
2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN
3. HOT BOX: CDR WINDBREAKER
4. |IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL \ VICINITYMAP— nts
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF - \
6. VALVE BOXES: NON METALIC SIZED FOR USE LEGEND-
7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
ANDSCAPE ISLAND MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT L )
AND COMPOST
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN ( A
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) REVISION 1 (2/27/13)
—— EX. GRAVEL PARKING LOT 17. CONCRETE CURB: NCDOT 846.01 8"X12" O R o T RE MOUNTING
| 18. GRAVEL: #57 WASHED STONE JUNCTION BOX, USE FIXTURE STAKING.
19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE
DIRECTIONAL BORE PER NCDOT REGULATIONS
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
AN ENTRANCE): 4" PVC SCH 80 OPEN CUT
AV 21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS
22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
CROCKER AVE ACCESS SCALE: 1'=30' GRASS @ NC SEDIMENTATION AND EROSION CONTROL
RATES.
23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
1" GV IN VALVE BOX
. 3/4" METER IN VALVE B WORK SCOPE REV. DESCRIPTION wm«w_ﬁ
1" BAGKFLOW PREVENTOR - oINS >
IN HOTNBOX PAVEMENT aasy )
1. 8"X12" CONC. CURB 40 LF S, ShRg %,
2. GRAVEL ENTRANCE REPAIR 5 TONS N B L DOCUMENT ORIGINALLY
PP Ay i A "% 12" CONG | 59 300 B SN TRab B
: | " " =l 2% S5 5 Lic.#390, ON 01/15/13.
L 4" HDPE DIRECTIONAL BORE 1@40 LF 925 \\\\\\@gm..ww%,,,,
S 4" SCH 80 PVC OPEN CUT 1@40 LF . e )
& IRRIGATION - N
ow 1. 1" SERVICE TAP BY TOWN OA A
Hp 2. METER YOKE AND METER BOX 1EA < 8.50
1 - 4" HDPE SLEEVE S 3. 1" GATE VALVE 1 EA . 12.00
4. 1" BACKFLOW PREVENTOR IN HOT BOX 1EA
(DIRECTIONAL BORE) 5. IRRIGATION CONTROLLER 1EA
6. 1" SCH 40 PVC IRRIGATION LINE 66 LF
7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA ) A
G 8. SUB-SURFACE IRRIGATION LINE 40 LF
@A\/ 9. FLUSH VALVE IN VALVE BOX 1 EA R2.00 Z
\_ _J
@% & 13.25 — > S
\/«%, RRIGATION YALVE IN VALVE BOX m_A.mA_,U\_qmm__mM_wb,mm:oo AMP PANEL COMBINATION 1 EA Coastal Land Des;i
. oastal Lan esIgn,PLLC
+/¢4 rﬂm«ﬂﬂ@_m__/_zé_ﬂmo%c_ g \ 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE PLANTER O Ergnesn  anceonpe v
< ' \ TRANSFORMER 1 EA _I><OC|_| _U Z mo>_lm \_..”m. NCBELS Firm License No: P-0369
\w// % 3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1EA o 26402 wwwoldengoom | eac 1o sosanes
4. WOOD MOUNTING PANEL 1 EA N
1-4" PVC SCH 80 SLEEV @"’/ O- IRRIGATION CONTROLLER 1EA ELBANGH TABOR) b 7
OPEN CUT 4 N\ LED GROUND FIXTURES 6. LOW VOLTAGE TRANSFORMER 75 WATT 1EA ‘l’ T ROECT N
QW VOTAGE LIGHTS 7. 1" CONDUIT WITH LOW VOLTAGE WIRE 60 LF R /1 SABAL PALM DESGN: __ JFB NUMBER
8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE 60 LF \&\r//\ 1012 BOOTED) CHECK SOALE:  VARES
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA ‘A/ N &My IO DATE:  02FEB2011
10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA Aﬁ'\ V@/»l N . J
SIGN PROVIDED BY TOWN 11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA '»%\\MV’(‘)AVI‘ ( )
12. 8.5 WATT 35 DEGREE SPREAD LED 1 EA S x M_. \\‘“V ,
A /)
LOW VOLTAGE WIRE LANDSCAPE . LL TOPSAIL BEACH
IN 1" CONDUIT 1. SABLE PALM TREE (10-12' BOOTED) 1 EA LUSH VALVE \ L PUBLIC ACCESS AREAS y
2. INDIAN HAWTHORN SHRUBS (3 GAL) 3 EA
// 5 PL wzqmm _u_h_u._. % ATERIAL ) . m< SUBSURFACE DKIP LINE /_u\_%%moqu L - N
ELEC METER BASE/PANEL COMBO 4. BROWN RECYCLED RUBBER MULCH 1CY
5. RESEEDING OF DISTURBED AREAS 250 SF REDESIGN & LANDSCAPE PLANS

ILITY
LAYOUT PLAIX

SCALE: 1"=10'

IRRIGATION CONTROLLER

LOW VOLTAGE TRANSFORMER

WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS.

LANDSZAPE PLAN SCALE: 1"=§'

. CROCKER AVE ACCESS 0O-13

J

\ JOB NUMBER SHEET NUMBER

JU 956-01 9

~

J




N )
Jv & BARWICK
ROCKY MOUNT
GENERAL SPECIFICATIONS - 7 EE
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL)
OCEAN
1. WATER METER: PROVIDED BY TOWN
2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN
3. HOT BOX: CDR WINDBREAKER
4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE VICINITY MAP s
FROM BREAKER PANEL N x
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF ( LEGEND: )
6. VALVE BOXES: NON METALIC SIZED FOR USE
7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
LANDSCAPE ISLAND 12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT N y
AND COMPOST - ~\
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN REVISION 1 (227113)
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) NCDOT REVIEW COMMENTS
17. CONCRETE CURB: NCDOT 846,01 8'X12’ D T LT e oG
19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE
“ DIRECTIONAL BORE PER NCDOT REGULATIONS
~—— EX. GRAVEL PARKING LOT 20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT
21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS
@ 22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
GRASS @ NC SEDIMENTATION AND EROSION CONTROL
RATES.
DARDEN AVE ACCESS SCALE: 1'=30 23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
OCEAN O-14 REGULATIONS FOR WORK WITHIN PUBLIC ROW.
mw<. DESCRIPTION wm«w_ﬁ
N REVISIONS )
<<O”—A moo_um m:x\_N: OOZO (g, )
PAVEMENT 6.00 | CURB (NCDOT) || Shre%,
3/4" METER IN VALVE BOX 1. 8"X12" CONC. CURB 41 LF . § Sestage b
1" GV IN VALVE BS . . S5 5% 2 \d50eD AND SEALED BY
1" TAP BY TOWN 2. GRAVEL ENTRANCE REPAIR 5 TONS E| 28 390 85 = J FRANK BRAXTON, RLA.
1" BACKFLOW PREVENTOR IN HOT BOX K A A, LRy a s HOP Vo
¢ g ' ~, \/\\\::_::2’ /////
& 4. UNDERGROUND SLEEVES K mm%,,,
OA S 4" HDPE DIRECTIONAL BORE 1@40 LF " y
< X 4" SCH 80 PVC OPEN CUT 1@30 LF & r ~
% IRRIGATION <
; 1. 1" SERVICE TAP BY TOWN
Mo_m_m_%mmzw__..mm_.mw\m_w 2. METER YOKE AND METER BOX 1 EA
3. 1" GATE VALVE 1 EA R2.00
4. 1" BACKFLOW PREVENTOR IN HOT BOX 1 EA
5. IRRIGATION CONTROLLER 1 EA
6. 1" SCH 40 PVC IRRIGATION LINE 70 LF
7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA
RRIGATION WIRE VALVE IN VALVE BOX 8. SUB-SURFACE IRRIGATION LINE 45 LF \ L J
. 9. FLUSH VALVE IN VALVE BOX 1 EA
TO VALVE IN 1" CONDUIT - ~
ELECTRICAL PLANTER e v Coastal Land Desi
1. METER BASE/100 AMP PANEL COMBINATION 1 EA LAYOUT PLAN/SCALE: 1°=5 N @ | 2ol LAN0 CeSIONPLLG
@ 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE L Pl Gonstcton nsgeren
&I@ﬂ: & ._|_N>ZW_HO_N_<_m_N ‘_ m> _ub.mom:%o Phone: 910-254-9333
3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA \ Wimingon, NC 28402  w.odangoom - Fax: 9102540502
%m/& 1- 4" PVC SCH 80 SLEEVE V 4. WOOD MOUNTING PANEL 1EA > ELEANGR TAHOR) L )
& (OPEN CUT) /’ 5. IRRIGATION CONTROLLER 1 EA — — 2
(SEE TRENCH DETAIL) LED GROUND FIXTURES 6. LOW VOLTAGE TRANSFORMER 75 WATT 1EA SABAL PALM o PROCT  anos
', OW VOTAGE LIGHTS 7. 1" CONDUIT WITH LOW VOLTAGE WIRE 53 LF ? y (10'-12' BOOTED) CHECK SCALE:  VARIES
8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE 60 LF an APPROVED ohE. oereeon
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA K (LFILE NAVE P
SIGN PROVIDED BY TOWN “w N#_.mmw< _%F/mom_u.mwmmm_._mon_._hm_w_wﬁwmm (TREE) 44 __mm>> ¢ Nyl FLOW CONTROL - N
4. P VALVE
f— LOWVOLTAGE WIRE 12. 8.5 WATT 35 DEGREE SPREAD LED 1EA , ’VA.,V
IN 1" CONDUIT Z TOPSAIL BEACH
LANDSCAPE PUBLIC ACCESS AREAS
OA PP y/ 1. SABLE PALM TREE (10-12' BOOTED) 1 EA - ~
> )
UTILITY ¢ m W@Dﬂm@%ﬁz@ﬂﬁmﬂqﬁawm BEAD mmw FLUSH VAZVE SUBSURFACE DR LINE i
. An_p 4. BROWN RECYCLED RUBBER MULCH 1CY
LAYOUT PLAN SCALE; 5 > 5. RESEEDING OF DISTURBED AREAS 250 SF mmWMM%mzzW_m\Wz%%%Mm_um_wﬁ_uuﬂwzm
WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS N y
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS. - ———
LANDSCAPE PLAN SEATE: 1'=5' 956.01 10
J J




GENERAL SPECIFICATIONS 4 BARWICK
- ()’ ROCKY MOUNT
- S8 - (SELECTED MATERIALS SUBJECT TO APPROVED EQUAL)
B AR ‘s c><_1><<<ooo
» . 6\\\ 1. WATER METER: PROVIDED BY TOWN 2
e » e »\w\ 2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN | ooeAN
.f/ < 3. HOT BOX: CDR WINDBREAKER .
&y - VA,/ ‘ 4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
% . . FROM BREAKER PANEL
.‘v&? 3 (O 5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF | \_ VICINITY MAP w1s
5 | B 3 .
x D 6. VALVE BOXES: NON METALIC SIZED FOR USE p §
! / : % ANDSCAPE ISLAND 7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12 LEGEND:
\ Vv 75 < COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
% © \
. : ®) SN 12" LATTERAL SPACING
£ G/\ e.\\
S _ | 8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
. i . /ﬂ.a | | 9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
N e ) S NN L MBE-12224B 100 BTS
31 > - _ , 10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
Y o = 4. 55 11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
2\ 1 I
9 & L | T e o CONTACT
O ﬂﬁ_" : _ .ﬂi.. - ¥ 5N 12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
T _ N HARD WIRE FROM BREAKER PANEL
) . . 13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
4+ o | | 8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
> : p 14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
. Thed . : 2 15731 BLACK 4.5W 10 DEGREE SPREAD
: | S 15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
o EX. GRAVEL PARKING LOT AND COMPOST
-/ e .. 16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN \ \
| COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) 4 A
a 17. CONCRETE CURB: NCDOT 846.01 8"X12" REVISION 1 (2/27/13)
. NCDOT REVIEW COMMENTS
g “m. mwww\mw.mmmmmwmm/_\mw%%w_ﬂwm ROADWAY): 4" HDPE JUNGTION BOX, USE FIXTURE STAKING.
. . JUNCTION BOX, USE FIXTURE STAKING.
N DIRECTIONAL BORE PER NCDOT REGULATIONS
: 20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT
- SMITH AVE ACCESS 21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
p MATCHNG FITTINGS
¥, -
. L= "% @ 22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
A LTS ; GRASS @ NC SEDIMENTATION AND EROSION CONTROL
£ o . . -_- ? Oom>z OI\_ m m0>_|m 1'=30' RATES.
: “% | . 23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
REV. DESCRIPTION REV.BY
# DATE
<<OW—A moonm \_ REVISIONS Y,
PAVEMENT a A
///z,, CA \\\\\\
3/4" METER/N VALYE BOX 1. 8"X12" CONC. CURB 40 LF A SN g,
‘ 2. GRAVEL ENTRANCE REPAIR 5 TONS 11.00 8" ¥A12" CONC. w,,,u% S THIS DOCUMENT ORIGINALLY
1" GV IN VALVE BOX " TA R #57 WASHED STONE (ZURB AZO_UO.: =| 28 390 B = jFRANK BRAXTON, RLA.
1" TAHF BY TOWN 3. ASPHALT WALK REPAIR 3 59, % § L4390, ON 01/15/13.
N 4. UNDERGROUND SLEEVES <9é,\+\,%
1 DACRELOW PREVENTOR 4" HDPE DIRECTIONAL BORE 1@40 LF X gk BRR
IN HOT BRX 4" SCH 80 PVC OPEN CUT 1@30 LF %, N y
IRRIGATION ( )
1. 1" SERVICE TAP BY TOWN
2. METER YOKE AND METER BOX 1 EA
3. 1" GATE VALVE 1 EA
4. 1" BACKFLOW PREVENTOR IN HOT BOX 1EA
5. IRRIGATION CONTROLLER 1EA 1.4%Q
74 6. 1" SCH 40 PVC IRRIGATION LINE 74 LF
bvo 7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA R2.00
1-4"HDPE S(EEVE — {4 8. SUB-SURFACE IRRIGATION LINE 45 LF
(DIRECTIONAL BORE) 9. FLUSH VALVE IN VALVE BOX 1 EA L )
R2.00 p N\
IRRIGATIOR VALVE IN VALVE BOX ELECTRICAL PLANTER .
1. METER BASE/100 AMP PANEL COMBINATION 1EA  qn_p Coastal Land Design,pPLLC
_mm_m>|_|_oz <<_mm _|><O 4 U—|>Z mo>_|m. \_ Im P Civil m:@_:m.m_‘_:m\_.m:amomvm?o:;moﬁcﬂm
¢ TO VALVE IN 1" OOZ_UC_._| 2. 15 AMP O__NOC_._| FEED TO _|O<< VOLTAGE _.maz_w_mmﬂ_._m@_u\. oOmﬂaQ_o_“ ,.\_MDMMM%ma
@ﬂv |_|x>zm_uom_<_mm \_ m> P.0.Box 1172 e Phone: 910-254-9333
‘Al w \_m >_<__U O_moc_lﬂ _Hmmo |_|O _mm_o>|_|_oz OOZlﬁmO_I \_ m> Wilmington, NC 28402  www.cldeng.com Fax: 910-254-0502
% 4. WOOD MOUNTING PANEL 1 EA L )
+@ 5. IRRIGATION CONTROLLER 1EA
< . 6. LOW VOLTAGE TRANSFORMER 75 WATT 1EA 3 N A HORNE ( DR PROECT 1o os )
1-4"PVC SCH 80 SLEEVE 7. 1" CONDUIT WITH LOW VOLTAGE WIRE 46 LF A ) DUSON:__ure e
(OPEN CUT) 8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE ~ 53 LF e ——
SEE TRENCH DETAI 1 SABAL PALM
LOWNOTAGE LIGHTS 10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 1 EA p 2
11. 4.5 WATT 10 DEGREE SPREAD LED 1 EA /
12. 8.5 WATT 35 DEGREE SPREAD LED 1 EA
OAN FLOW CONTROL TOPSAIL BEACH
< ’ SIGN PROVIDED BY TOWN _.wzmwmw_wwz._,\_ IREE (1012 BOOTED) A VALVE _ PUBLIC ACCESS AREAS
-12' + J
LOW VOLTAGE WIR / .
N 1" CONDUIT ELE SEPANEL COMBO 2. INDIAN HAWTHORN SHRUBS (3 GAL) 3 EA x - \
PP\ RRIGATION CONTROLLER 3. PLANTER FILL MATERIAL 6 CY
UTILITY N 4, BROWN RECYCLED RUBBER MULCH 1CY SUB-SURFASE DRIP LINE
LAYOUTPLAN SCALE: 1"=5' LOW VOLTAGE TRANSE 5. RESEEDING OF DISTURBED AREAS 250 SF FLUSH VALVE REDESIGN & LANDSCAPE PLANS
— AN WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS e __ SMITHAVEACCESS O-15
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS. NDSCAPE PLAN SCALE: 1"=5 > ————
)L 956-01 11

J




N\ R
GENERAL SPECIFICATIONS 4
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL)
SOUND
1. WATER METER: PROVIDED BY TOWN
2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN oce
3. HOT BOX: CDR WINDBREAKER B scort
4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
FROM BREAKER PANEL
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF VICINITY MAP s
6. VALVE BOXES: NON METALIC SIZED FOR USE ~ x
7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12 " LEGEND: )
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
NDSCAPE ISLAND 11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
Q 15731 BLACK 4.5W 10 DEGREE SPREAD
&S 15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN . )
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) p N
17. CONCRETE CURB: NCDOT 846.01 8"X12"
\ @% 18. GRAVEL: #57 WASHED STONE NCDOT REVICT COMMENTS
. " ELIMINATED THE LIGHT FIXTURE MOUNTING
AVEL PARKING LOT " DIRECTIONAL BORE PER NCDOT REGULATIONS
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT
21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
SCOTT AVE ACCESS MATCHNG FITTINGS
22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
SOUND S-5 SCALE: 1'=30' GRASS @ NC SEDIMENTATION AND EROSION CONTROL
RATES.
23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
Eomx moonm _-X\_ N: O. O.
PAVEMENT CURB (KCDOT) —— S—— REVEY
1. 8"X12" CONC. CURB 44 LF . e ==
2. GRAVEL ENTRANCE REPAIR 5 TONS N -
#57 WASHED STONE (v, h
3. ASPHALT WALK REPAIR Aw,mm_m:mm&@
4. UNDERGROUND SLEEVES K M,, ™ so«,&ma Z THIS DOCUMENT ORIGINALLY
4" HDPE DIRECTIONAL BORE | 1§ 000 B I ANEIY 8
4" SCH 80 PVC OPEN CUT m.\(\u\M@é «%&% LIC.#390, ON 01/15/13.
IRRIGATION »?%%%o
1. 1" SERVICE TAP BY TOWN e )
2. METER YOKE AND METER BOX 1 EA p Y
3. 1" GATE VALVE 1 EA '
4. 1" BACKFLOW PREVENTOR IN HOT BOX 1 EA
5. IRRIGATION CONTROLLER 1 EA
6. 1" SCH 40 PVC IRRIGATION LINE 28 LF 10.15 Q
7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA . @)
LED GROUND FIXTURES 8. SUB-SURFACE IRRIGATION LINE 60 LF <
LOW VOTAGE LIGHTS 9. FLUSH VALVE IN VALVE BOX 1 EA
PLANTER
. ELECTRICAL
IRRIGATION VALVE IN VALVE BOX 1. METER BASE/100 AMP PANEL COMBINATION 1EA LAYQUT PLAN SCALE: 1"=3 \ /
1" BACKFLOW PREVENTOR IN HOXBOX 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE 4 )
. TRANSFORMER 1EA |
1"GVIN VALVE BO SIGN PROYIDED BY TOWN 3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA FLOW CONTRS 4 INDWN HAWTHORNE Coastal Land Design,PLLC
\ 4. WOOD MOUNTING PANEL 1EA VALVE (ELEANORAABOR) ey et
\ \ 5. IRRIGATION CONTROLLER 1EA FLUSH VALVZ 1 SABALBALM
Y 6. LOW VOLTAGE TRANSFORMER 756 WATT 1 EA A\_O.u , uOO._nm_Uv Wilmington, NC 28402 www.cldeng.com Fax: 910-254-0502
¢ _ @2 w\w__“_w&n_wm WIRE 7. 1" CONDUIT WITH LOW VOLTAGE WIRE 15 LF . )
] " 8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE ~ 10 LF
3/4"METER IN VALVE BOX FH 9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1 EA (( DRAWN . PROJEGT 6 )
. C METER BASE/PANEL COMBO 10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) ~ 1EA oo P e
1" TAP BY TOWN ATION CONTROLLER 11. 4.5 WATT 10 DEGREE SPREAD LED 1EA APPROVED oATE:ozremzon
i LOW WYQLTAGE TRANSFORMER 12. 8.5 WATT 35 DEGREE SPREAD LED 1 EA S-SURFACEDRIP (FILE NAVE p
LANDSCAPE NE g A
1. SABLE PALM TREE (10-12' BOOTED) 1 EA
2. INDIAN HAWTHORN SHRUBS (3 GAL) 4 EA TOPSAIL BEACH
3. PLANTER FILL MATERIAL 8 CY PUBLIC ACCESS AREAS
S 4. BROWN RECYCLED RUBBER MULCH 1CY q J
&.@4 «A\OA 5. RESEEDING OF DISTURBED AREAS 250 SF - \
<& WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS
UTILITY +/¢4 TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS. REDESIGN & LANDSCAPE PLANS
LAYOUT PLAN SCALE;1"10 © | SMITH AVE ACCESS S-5
J
- - " ' \ JOB NUMBER SHEET NUMBER )
LANDSCAPE PLAN SCALE: 1"=§ JL 956-01 12




N )
GENERAL SPECIFICATIONS
(SELECTED MATERIALS SUBJECT TO APPROVED EQUAL)
. GRAVEL PARKING LO?
1. WATER METER: PROVIDED BY TOWN
2. BACKFLOW PREVENTOR: 975XL WILKINS ZURN ocEAn
3. HOT BOX: CDR WINDBREAKER
4. IRRIGATION CONTROL: RAINBIRD ESP-4M HARD WIRE
LANDSCAPE ISLAND FROM BREAKER PANEL
5. FLOW ZONE CONTROL VALVE KIT: RAINBIRD XCZ-LF-100-PRF | | VICINTYMAP w15
6. VALVE BOXES: NON METALIC SIZED FOR USE p g
7. SUBSURFACE IRRIGATION LINE: RAINBIRD XFS-09-12 LEGEND:
COPPER COLOR, 0.9GPH, 12" EMITTER SPACING AND
12" LATTERAL SPACING
8. FLUSH VALVE: CUT-OFF VALVE IN ROUND VALVE BOX
9. METER BASE AND PANEL COMBINATION: CUTLER-HAMMER
MBE-12224B 100 BTS
10. ELECTRICAL CONDUIT: NON-METALIC PER CODE
11. WOOD MOUNTING PANEL: TREATED PINE FOR GROUND
CONTACT
12. LOW VOLTAGE TRANSFORMER: KICHLER 15PR75SS 75 WATT
HARD WIRE FROM BREAKER PANEL
13. LED GROUND LIGHT FIXTURE: (SIGN) KICHLER 15742 BLACK
8.5 W 35 DEGREE SPREAD W/15701 COWL GLARE SHIELD
14. LED GROUND LIGHT FIXTURE: ((TREE UP LIGHT) KICHLER
15731 BLACK 4.5W 10 DEGREE SPREAD
15. PLANTER SOIL MIX: EQUAL PARTS SAND, TOPSOIL, PEAT
AND COMPOST
16. RECYCLED RUBBER MULCH: NUGGET SIZE, DARK BROWN . J
COLOR (SOURCE: SOUTHEASTERN RUBBER MULCH) s N
17. CONCRETE CURB: NCDOT 846.01 8"X12"
18. GRAVEL: #57 WASHED STONE o JENTS
19. SUBSURFACE SLEEVES (UNDER ROADWAY): 4" HDPE ELIMINATED THE LIGHT FIXTURE MOUNTING
DIRECTIONAL BORE PER NCDOT REGULATIONS JUNCTION BOX, USE FIXTURE STAKING.
20. SUBSURFACE SLEEVES (UNDER GRAVEL PARKING
ENTRANCE): 4" PVC SCH 80 OPEN CUT
HINES AVE ACCESS @ 21. IRRIGATION SUPPLY LINE: 1" MIN. PVC SCH 40 WITH
MATCHNG FITTINGS
22. RESEEDING OF DISTURBED AREAS: COASTAL BERMUDA
SOUND ACCESS S-6 SCALE: 1'=30' GRASS @ NC SEDIMENTATION AND EROSION CONTROL
. RATES.
23. TRAFFIC CONTROL: IN ACCORDANCE WITH NCDOT
REGULATIONS FOR WORK WITHIN PUBLIC ROW.
S\OW—A moovm \ _»W<. DESCRIPTION WM/.“mw<
PAVEMENT \_ REVISIONS P
1. 8"X12" CONC. CURB 60 LF T )
2. GRAVEL ENTRANCE REPAIR 5 TONS 19.00 SRy xe
#57 WASHED STONE 14.00 m,..,,M,,szémQ&o\ma\\mu THIS DOCUMENT ORIGINALLY
\ ELEC METER BASE/PANEL COMBO e P | 23 390 BI 2 D FRank BRAXTON, RLA
. 1 29 & 5 LIC.#390, ON 01/15/13.
IRRIGATION CONTROLLER 4" HDPE DIRECTIONAL BORE b %,,,0&00/
LOW VOLTAGE TRANSFORMER 4" SCH 80 PVC OPEN CUT 1@22LF @_@Amﬂ%
OW VOUTAGE WRRE IRRIGATION \ \ y
IN 1" CONDUIT 1. 1" SERVICE TAP BY TOWN ‘ A
2. METER YOKE AND METER BOX 1EA
3. 1" GATE VALVE 1 EA
\/ 4. 1" BACKFLOW PREVENTOR IN HOT BOX 1 EA
IGN PROVIDED BY TOWN 5. IRRIGATION CONTROLLER 1EA
DED GROUND FIXTURES 6. 1" SCH 40 PVC IRRIGATION LINE 56 LF 14 95
LOW VOTAGE LIGHTS 7. 1" FLOW ZONE CONTROL VALVE IN METER BOX 1 EA .
8. SUB-SURFACE IRRIGATION LINE 110 LF 6.60 %
9. FLUSH VALVE IN VALVE BOX 1EA 8"X12" CONC.
PLANTER CURB (NCDOT)
) . n_ \_ Y,
ELECTRICAL LAYOWNIT PLAN SCALE: 1"=5 o > ¢
1. METER BASE/100 AMP PANEL COMBINATION 1 EA
IRRIGATION VALVE IN VALVE BOX 2. 15 AMP CIRCUIT FEED TO LOW VOLTAGE 9 INDIAN HAWTHOR . =" Coastal Land Design,pLLC
TRANSFORMER 1EA (ELEANOR TABOR / s OF Land Planning | Conétucton Management
3. 15 AMP CIRCUIT FEED TO IRRIGATION CONTROL 1 EA
- 4" PVS'§CH 80 SLEEVE 4. WOOD MOUNTING PANEL 1EA 2 SABAL PALM T asi2 wnclcengoon e ot s o
(OPENCUT) 5. IRRIGATION CONTROLLER 1EA (10'-12' BOOTED) FLUSH VALVE
PP (SEE TRENC 6. LOW VOLTAGE TRANSFORMER 75 WATT 1EA Y \- /
7. 1" CONDUIT WITH LOW VOLTAGE WIRE 20 LF LK RN (Coramn: PROECT )
8. 1" CONDUIT WITH IRRIGATION CONTROL WIRE 20 LF / // DESIGN: __JFB NUMBER :
9. LED LOW VOLTAGE LIGHT FIXTURE (SIGN) 1EA ‘ ? '/ Y =
10. LED LOW VOLTAGE LIGHT FIXTURES (TREE) 2 EA | N ’LV i e .
1" BACKFLOW PREVENTOR IN HOX BOX 11. 4.5 WATT 10 DEGREE SPREAD LED 2 EA \ - A’/%‘% / s . A
1" GVIN VALVE BOX %) 12. 8.5 WATT 35 DEGREE SPREAD LED 1EA SUB-SURFACE "’Aﬁ(v
" 1)
m\ﬁw\_ﬂmwmﬂwﬁ% R rwzmw,mwm _w>_._<_ TREE (10-12' BOOTED) 2 EA "Av TOPSAIL BEACH
2. INDIAN HAWTHORN SHRUBS (3 GAL) 9 EA . 9 PUBLIC ACCESS AREAS y
3. PLANTER FILL MATERIAL 12 CY o - ~
UTILITY 4. BROWN RECYCLED RUBBER MULCH 1.51 CY
AYOUT PLAN SCALE: 5. RESEEDING OF DISTURBED AREAS 250 SF REDESIGN & LANDSCAPE PLANS
WORK SCOPE IS AN ESTMATE ONLY. ALL CONTRACTORS FLOW CONTROL
TO VERIFY QUANITIES FOR THEIR WORK AND PROPOSALS. VALVE _ HINESAVEACCESS S-6
) . [ | [ o | 4 JOB NUMBER SHEET NUMBER )
LANDS PLAN SCALE: 1"=5 I 956.01 13
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