








































Attn:

Address: 708 Martin Luther King Dr
Order #: 476878

Thomasville, NC  27360

CONTAMINANT CONTROL (344)Customer:

Received 06/10/22

Schneider Laboratories Global, Inc
2512 W. Cary Street • Richmond, Virginia • 23220-5117
804-353-6778 • 800-785-LABS (5227) • Fax 804-359-1475

06/13/22Analyzed

06/13/22Reported

Analysis Report

PLM Analysis

Cust. IDSample ID LocationCollected Asbestos Fibers Other Materials

EPA 600/R-93/116 & 40 CFR App. E Sub. E Pt. 763Method:

Project: Vending Building ACM Survey

2527525275Number: PO Number:

Location: Rowland

Old Inner Rf/Attic New Rf06/09/22 25275-01476878-001

Black, Fibrous

Felt PaperLayer 1: No Asbestos Detected CELLULOSE FIBER65%

MINERAL/GLASS WOOL15%

NON FIBROUS MATERIAL20%

Old Inner Rf/Attic New Rf06/09/22 25275-02476878-002

Black, Bituminous/Granular

ShingleLayer 1: No Asbestos Detected

Sample was inhomogenous, subsamples of each component were analyzed separately.

CELLULOSE FIBER5%

MINERAL/GLASS WOOL5%

NON FIBROUS MATERIAL90%

Mechanical Rm Doors06/09/22 25275-03476878-003

Gray, Soft

CaulkingLayer 1: No Asbestos Detected NON FIBROUS MATERIAL100%

Vending Machine Rm Front06/09/22 25275-04476878-004

Brown, Soft

CaulkingLayer 1: No Asbestos Detected NON FIBROUS MATERIAL100%

Exterior Roof06/09/22 25275-05476878-005

Black, Fibrous

Felt PaperLayer 1: No Asbestos Detected CELLULOSE FIBER65%

MINERAL/GLASS WOOL15%

NON FIBROUS MATERIAL20%

Exterior Roof06/09/22 25275-06476878-006

Black, Bituminous/Granular

ShingleLayer 1: No Asbestos Detected

Sample was inhomogenous, subsamples of each component were analyzed separately.

CELLULOSE FIBER5%

MINERAL/GLASS WOOL5%

NON FIBROUS MATERIAL90%

Roof Standalone Shelter06/09/22 25275-07476878-007

Black, Bituminous/Granular

ShingleLayer 1: No Asbestos Detected

Sample was inhomogenous, subsamples of each component were analyzed separately.

CELLULOSE FIBER5%

MINERAL/GLASS WOOL5%

NON FIBROUS MATERIAL90%
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Reporting Limit: 1%  Gravimetrically Reduced Reporting Limit: 0.01% PLM analysis is based on Visual Estimation and NESHAP recommends that 
any friable sample with an asbestos content less than 10 percent be verified by Point Count or TEM Analysis.  The EPA recommends that any attic 
loose fill vermiculite should be treated as asbestos containing material. This report must not be reproduced except in full with the approval of the 
laboratory. The test results apply to the sample as received.
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Analyst

Reviewed By: Senhory Abdellatif

Total layers analyzed on order: 7 476878-06/13/22 01:17 PM

EPA Regulatory Limit: 1%

Analyst Mohammed Hashim

Page 2 of  2

Reporting Limit: 1%  Gravimetrically Reduced Reporting Limit: 0.01% PLM analysis is based on Visual Estimation and NESHAP recommends that 
any friable sample with an asbestos content less than 10 percent be verified by Point Count or TEM Analysis.  The EPA recommends that any attic 
loose fill vermiculite should be treated as asbestos containing material. This report must not be reproduced except in full with the approval of the 
laboratory. The test results apply to the sample as received.

 


	78-25-I 95 Welcome Center-ASB
	100 I-95 , Rowland NC asbestos survey
	SUSPECT ASBESTOS CONTAINING MATERIALS
	IDENTIFIED ASBESTOS CONTAINING MATERIALS
	SCOPE OF WORK
	METHODS
	ANALYSIS
	SUMMARY OF IDENTIFIED ASBESTOS CONTAINING MATERIALS





