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SECTION A-A

/\ NOTES

A\ SEE STANDARD SPECIFICATIONS SECTION

1400-2H FOR SEALER AND MASTIC.

123 INSERT PAY ITEM DESCRIPTION FOR (SIZE) TO

DETERMINE PROPOSED JUNCTION BOX.

/3\ SET TOP OF BOX FLUSH WITH CONCRETE IF

REQUIRED TO BE PLACED IN SIDEWALKS OR
OTHER CONCRETE STRUCTURES.

[é& SIZE IS SPECIFIED AS NOMINAL INSIDE

DIMENSIONS FOR WIDTH (W), LENGTH (L) AND
DEPTH (D). SEE PLANS FOR PROPOSED
DIMENSIONS.

/5\ SEE LAYOUT SHEETS FOR NUMBER AND SIZE

OF FEEDER CIRCUITS AND ELECTRICAL DUCT.
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