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MULTIPLE ELECTRODES
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MIN

#4 OR #6 AWG
SOLID BARE COPPER
WIRE TO POLE GROUND —=

#4 AWG MIN SOLID BARE COPPER WIRE
TO EXTERNAL DISCONNECT GROUND BUS

COPPER WIRE

58" X 10’ MIN COPPER-CLAD
GROUNDING ELECTRODES, 10'-20' APART

UNRESTRICTED SHOULDER

|
\
|
\
|
PLACE GROUNDING ELECTRODES AT 90°

PLACE

\\\-#4 AWG MIN SOLID BARE

EXOTHERMIC WELDING
CONNECTIONS

41?;:/;WG MIN SOLID BARE COPPER

WIRE TO ADDITIONAL GROUNDING
ELECTRODES IF NECESSARY

LIMITED SHOULDER

GROUNDING ELECTRODES IN A STRAIGHT LINE

24"

MIN
#4 OR #6 AWG SOLID BARE
////__COPPER WIRE TO POLE GROUND

\\\\—-#4 AWG MIN SOLID BARE COPPER
WIRE TO EXTERNAL DISCONNECT
GROUND BUS

EXOTHERMIC WELDING
CONNECTIONS

58" COPPER-CLAD GROUNDING
/ ELECTRODE SECTIONS (TYP)

NIN ,92

RESTRICTED SPACE

STATE OF
NORTH CAROLINA

7-06
DEPT.

OF TRANSPORTATION

DIVISION OF HIGHWAYS
RALEIGH, N.C.

ENGLISH STANDARD DRAWING FOR
ELECTRICAL SERVICE GROUNDING
MULTIPLE AND SECTIONAL ELECTRODES
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