*0°'N ‘HHIIVH
SAVMHOIH 40 NOISIAIA
40 3JLVIS

NOILVLHOdSNVHL 40 "1d3d
VNITTO0HVO HLHON

90-2

404 ONIMvVHA AQHVANVLS HSITONA

$300410373 TYNOILO3S ONV I1dILTNA
ONIGNNOHY FIIAYAS TVIIHLIAT3A

SHEET 1 OF 1

[1700.02

MULTIPLE

ELECTRODES

\%

150mm-300mm

——600mm

MIN

#4 OR #6 AWG
SOLID BARE COPPER
WIRE TO POLE GROUND

#4 AWG MIN SOLID BARE COPPER WIRE
TO EXTERNAL DISCONNECT GROUND BUS

///\th AWG MIN SOLID BARE
COPPER WIRE

EXOTHERMIC WELDING
CONNECTIONS

R\MM\WEQ MIN SOLID BARE COPPER

WIRE TO ADDITIONAL GROUNDING
ELECTRODES IF NECESSARY

16mmX3M MIN COPPER-CLAD
GROUNDING ELECTRODES, 3-6M APART

UNRESTRICTED SHOULDER

PLACE GROUNDING ELECTRODES AT 90°

LIMITED SHOULDER

PLACE GROUNDING ELECTRODES IN A STRAIGHT LINE

SECTIONAL ELECTRODES

W ¥
MARKER TAPE
\ / AN Amoss«mooss

600mm
MIN

#4 OR #6 AWG SOLID BARE
\\\\oovvmm WIRE TO POLE GROUND

#4 AWG MIN SOLID BARE COPPER
WIRE TO EXTERNAL DISCONNECT
GROUND BUS

EXOTHERMIC WELDING
CONNECTIONS

15mm COPPER-CLAD GROUNDING
\\\\\\\\wx‘mrmoqmocm SECTIONS (TYP)
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RESTRICTED SPACE

STATE OF
NORTH CAROLINA
DEPT. OF TRANSPORTATION

DIVISION OF HIGHWAYS
RALEIGH, N.C.

7-06

ENGLISH STANDARD DRAWING FOR
ELECTRICAL SERVICE GROUNDING
MULTIPLE AND SECTIONAL ELECTRODES
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