LOAD FACTORS:

LOAD AND RESISTANCE FACTOR RATING (LRFR)

DESIGN LOAD RATING FACTORS

SUMMARY FOR REINFORCED CONCRETE BOX CULVERTS MAX | MIN
LOAD TYPE | FACTOR | FACTOR
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HL-93 (INVENTORY) | N/A 0 -- 1.75
DESIGN HL-93 (OPERATING) | N/A -- 1.35 NOTE:
LOAD RATING FACTORS ARE BASED ON THE STRENGTH I LIMIT STATE.
RATING HS-20 (INVENTORY) | 36.000 | (2) 175
HS-20 (OPERATING) | 36.000 1.35
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