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PIN 

Present (preferably 

with a plastic tie to 

hold it in place) 

TYPE 

Proper type (i.e. ABC) 

PRESSURE 

Green zone – not too 

much and not too little 

HOSE 

Pliable without cracks, 

holes, or dry rot; check 

inside of hose to ensure 

it is not clogged with 

paper, gum, or insects 

CASE 

No cracks, rust, or 

integrity issues 

NECK 

Tight seal 

TAG 

Should be present, initialed and 

dated monthly, and have annual 

service data/provider indicated 

LOCATION 

Wall markings visible from at least 25 feet, 

Extinguisher visible from at least 3 feet, and 

Accessible (not blocked or obstructed) 


